
ANCHOR BOTH TRACING WIRES WITH

#53/73 SPECIAL BACKFILL. LEAVE 4" TO 6"

OF WIRE INSIDE CASTING.
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NOTES:

1. INSTALL CASTING SO LID IS FLUSH TO FINAL GRADE

2. ALL CONNECTIONS SHALL BE MADE BY BUTT FUSION
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